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PROPOSED CODE CHANGE (Check One) 

Change to read as follows ⌧Add to read as follows  Delete and substitute as follows  Delete without substitution 

 

 

P2706.2 Standpipes. Standpipes shall extend a minimum of 18 inches (457 mm) and a 
maximum of 42 inches (1067 mm) above the trap weir. Access shall be provided to all 
standpipe traps and drains for rodding. 
 
EXCEPTION: A 1½ inch (38 mm) standpipe shall extend a minimum of 30 inches (762 
mm) and a maximum of 42 inches (1,067 mm). 
 
 
 
 
 
 

REASON 

 
Brought forward from the current code, this proposal places a length requirement on 1½” 
standpipes. 
 
 
 
 
Fiscal impact: no increase to the cost of construction, current amendment language.  

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 

 


